BY PLUMBING CONTRACTOR

TRACER WIRE ATTACHED TO CLAMP AS SHOWN ON DETAIL #10.

CLEANOUT MUST BE SET IN CITY RIGHT-OF-WAY SEE "HOUSE LATERAL CLEANOUT" 4' MINIMUM

DEEP LATERAL

TRACER WIRE

SHALLOW LATERAL 1% MINIMUM SLOPE

R/W LINE 6" PRIMARY CONNECTION POINT

SECONDARY CONNECTION POINT

PLUG

TRACER WIRE SHALL BE ATTACHED WITH TIE STRAPS OR APPROVED EQUALLY (TYPICAL AS SHOWN)

* SEE GENERAL NOTES - DETAIL NO. 11A & 12A

TYPICAL LATERAL LAYOUT FOR PLUMBER CONNECTIONS

CITY OF VIRGINIA BEACH • DEPARTMENT OF PUBLIC UTILITIES